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SCALE: 1" = 50’

8-LOT SUBDIVISION

N.W. 1/4, N.W. 1/4, SECTION 22, T.1N., R.10W., W.M.,
TILLAMOOK COUNTY, OREGON

EXISTING SIGN — BILLBOARD
ss——ss—ss EXISTING SANITARY SEWER LINE

—————————————— EXISTING EDGE OF PAVING
PROPOSED SANITARY LINE
PROPOSED STORM LINE

PROPOSED SANITARY MANHOLE

° PROPOSED SANITARY CLEAN OUT
@ PROPOSED STORM MANHOLE

m PROPOSED STORM CATCH BASIN
. PROPOSED STORM CLEAN OUT

SITE INFORMATION:

SITE ADDRESS: 501 GARIBALDI AVE

TAX MAPS: TIN R10W SEC. 22

TAX LOTS: 100

GROSS AREA: 153,657 SF (3.53 ACRES)
ZONING: C-1 & R-1

BENCH MARK INFORMATION

ELEVATIONS ARE BASED ON GPS OBSERVATIONS WITH
AN OPUS SOLUTION, AND ARE IN NAVD 88.

PAPER SCALE NOTE

THESE PLANS ARE FULL SIZED ON 22°X34" PAPER, IF 11"X17" SCALE
ACCORDINGLY

NOTICE TO EXCAVATORS:

ATTENTION: OREGON LAW REQUIRES YOU
TO FOLLOW RULES ADOPTED BY THE
OREGON UTILITY NOTIFICATION CENTER.

W —— EXISTING WATER LINE THOSE RULES ARE SET FORTH IN OAR
952-001-0010 THROUGH OAR
— XE XE — EXISTING ELECTRICAL LINE 952—-001—-0090. YOU MAY OBTAIN
COPIES OF THE RULES BY CALLING THE
o EXISTING FENCE CENTER.

(NOTE: THE TELEPHONE NUMBER FOR
THE OREGON UTILITY NOTIFICATION
CENTER IS (503)—232-1987).

POTENTIAL UNDERGROUND FACILITY OWNERS

Dig/Safely.

Call the Oregon One-Call Center
DIAL 811 or 1-800-332-2344

EMERGENCY TELEPHONE NUMBERS

NW NATURAL GAS
M-F 7am-6pm 503-226-4211 Ext.4313
AFTER HOURS 503-226-4211
PGE 503-464-7777

OWNER:

COASTAL HOUSING SOLUTIONS, LLC
P.0 BOX 705

GARIBALDI, OREGON 97118
CONTACT: PAUL DANIELS

503-812-8909 | TEL

SURVEYOR:

BAYSIDE SURVEYING, LLC
11765 HWY 101 SOUTH
TILLAMOOK, OR 97141
CONTACT: DALLAS W. ESPLIN

503-842-5551 | TEL

ENGINEER:

EMERIO DESIGN, LLC

6445 SW FALLBROOK PL, SUITE 100

BEAVERTON, OR 97008
CONTACT: ROY HANKINS, PE

503-746-8812 | TEL

GEOTECHNICAL ENGINNER

REDMOND GEOTECHNICAL SERVICES
437 N TOMAHAWK ISLAND DR
PORTLAND, OR 97217

CONTACT: DANIEL REDMOND

(503) 285-0598 | TEL

( )
LEGEND THIS DESIGN COMPLIES WITH ORS 92.044 (7) IN THAT NO UTILITY
INFRASTRUCTURE IS DESIGNED TO BE WITHIN ONE (1) FOOT OF A
SOUNDARY LINE SURVEY MONUMENT LOCATION SHOWN ON A SUBDIVISION OR
PARTITION PLAT. NO DESIGN EXCEPTIONS NOT FINAL FIELD LOCATION
- — = ADJACENT/ADJOINING LOT LINE CHANGES SHALL BE PERMITTED IF THAT CHANGE WOULD CAUSE ANY
_ CENTER LINE ROW XgIEI_AITY INFRASTRUCTURE  TO BE PLACED WITHIN THE PROHIBITED
——————— EASEMENT : g
— —0— — EXISTING 1" CONTOUR LINE
— —405— —  EXISTING 5' CONTOUR LINE
o IMPERVIOUS AREA SUMMARY
<] EXISTING WATER VALVE
zCY): EXISTING FIRE HYDRANT TOTAL EXISTING = 8,742 SF (0.20 AC)
EXISTING WATER METER PROPOSED PRIVATE PROPERTY = 17,246 SF (0.40 AC)
SR EXISTING UTILITY POLE
PROPOSED PUBLIC ROW = 15041 SF (0.31 AC)
(P EXISTING TELEPHONE PEDESTAL
EXISTING TV PEDESTAL | TOTAL PROPOSED = 30,787 SF (0.71 AC) )
@ EXISTING FIBER OPTIC SIGN
® EXISTING SANITARY MANHOLE
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GENERAL NOTES:

1.

10.

1.
12.

13.

14.

15.

16.

17.

18.

19.

ALL WORK AND MATERIALS SHALL CONFORM TO THE REQUIREMENTS OF THE CITY OF GARIBALDI AND THE 2008 APWA
STANDARD SPECIFICATIONS FOR PUBLIC WORKS CONSTRUCTION INCLUDING SUPPLEMENTS IN THE EVENT OF A CONFLICT
BETWEEN GARIBALDI POLICIES AND REGULATIONS AND THE APWA STANDARD SPECIFICATIONS. THE MORE STRINGENT SHALL
CONTROL UNLESS OTHERWISE DIRECTED BY THE CITY OF GARIBALDI.

CONTRACTOR SHALL NOTIFY THE CITY AND ALL UTILITY COMPANIES A MINIMUM OF 72 BUSINESS HOURS (3 BUSINESS DAYS)
PRIOR TO THE START OF CONSTRUCTION OR RESUMING WORK AFTER SHUTDOWNS EXCEPT FOR NORMAL RESUMPTION OF WORK
AFTER SUNDAYS OR HOLIDAYS. CONTRACTOR SHALL COMPLY WITH ALL REQUIREMENTS OF ORS 757.541 TO 757.571.

CONTRACTOR SHALL PERFORM ALL WORK NECESSARY TO COMPLETE THE PROJECT IN ACCORDANCE WITH THE APPROVED
CONSTRUCTION DRAWINGS INCLUDING SUCH INCIDENTALS AS MY BE NECESSARY TO MEET APPLICABLE AGENCY REQUIREMENTS
AND PROVIDE A COMPLETED PROJECT.

CONTRACTORS SHALL OBTAIN ALL REQUIRED PERMITS AND LICENSES PRIOR TO THE START OF CONSTRUCTION.

CONTRACTORS SHALL PROVIDE ALL BONDS AND INSURANCE REQUIRED BY PUBLIC OR PRIVATE AGENCIES HAVING
JURISDICTION, INCLUDING THE CITY OF GARIBALDI.

UNLESS OTHERWISE APPROVED BY THE CITY OF GARIBALDI, CONSTRUCTION OF IMPROVEMENTS SHALL BE DONE BETWEEN 7:00
AM. AND 6:00 P.M., MONDAY THROUGH SUNDAY.

ANY INSPECTION BY CITY STAFF SHALL NOT, IN ANY WAY, RELIEVE THE CONTRACTOR FROM ANY OBLIGATION TO PERFORM THE
WORK IN STRICT COMPLIANCE WITH THE APPLICABLE CODES AND AGENCY REQUIREMENTS.

THE CONTRACTOR SHALL MAINTAIN ONE COMPLETE SET OF APPROVED DRAWINGS ON THE CONSTRUCTION SITE AT ALL TIMES

WHEREON HE WILL RECORD ANY APPROVED DEVIATIONS IN CONSTRUCTION FROM THE APPROVED DRAWINGS, AS WELL AS THE

STATION LOCATIONS AND DEPTHS OF ALL EXISTING UTILITIES ENCOUNTERED. THESE FIELD RECORD DRAWINGS SHALL BE KEPT
UP TO DATE AT ALL TIMES AND SHALL BE AVAILABLE FOR INSPECTION BY THE CITY UPON REQUEST.

SUBMITTALS SHALL BE PROVIDED BY THE CONTRACTOR TO THE CITY OF GARIBALDI FOR REVIEW AND APPROVAL PRIOR TO
CONSTRUCTION IN ACCORDANCE WITH CITY REQUIREMENTS.

THE CONTRACTOR SHALL SUBMIT A SUITABLE MAINTENANCE BOND PRIOR TO FINAL PAYMENT WHERE REQUIRED BY PUBLIC
AND/OR PRIVATE AGENCIES HAVING JURISDICTION.

"CITY" REFERS TO CITY OF GARIBALDI, OREGON.

CONTRACTOR  SHALL LOCATE AND MARK ALL EXISTING PROPERTY AND STREET MONUMENTS PRIOR TO CONSTRUCTION. ANY
MONUMENTS DISTURBED DURING CONSTRUCTION OF THE IMPROVEMENTS SHALL BE REPLACED BY A REGISTERED LAND SURVEYOR
AT THE CONTRACTOR'S EXPENSE. THE MONUMENTS SHALL BE REPLACED WITHIN A MAXIMUM OF 90 DAYS, AND THE COUNTY
SURVEYOR SHALL BE NOTIFIED IN WRITING AS REQUIRED BY ORS 209.159.

THE LOCATION AND DESCRIPTION OF EXISTING CITY FACILITIES SHOWN ON THE DRAWINGS ARE COMPILED FROM AVAILABLE
RECORDS AND/OR FIELD SURVEYS. THE CITY DOES NOT GUARANTEE THE ACCURACY OR THE COMPLETENESS OF SUCH RECORDS.
CONTRACTOR SHALL FIELD VERIFY SIZES AND LOCATION OF ALL EXISTING CITY FACILITIES PRIOR TO CONSTRUCTION.

ATTENTION: OREGON LAW REQUIRES YOU TO FOLLOW RULES ADOPTED BY THE OREGON UTILITY NOTIFICATION CENTER. THOSE
RULES ARE SET FORTH IN OAR 952-001-0010 THROUGH OAR 952-0010090. YOU MAY OBTAIN COPIES OF THE RULES BY

CALLING THE CENTER. (NOTE: THE TELEPHONE NUMBER FOR THE OREGON UTILITY NOTIFICATION CENTER IS (503) 232-1987).

CONTRACTOR SHALL FIELD VERIFY THE LOCATION AND DEPTH OF ALL EXISTING UTILITIES WHERE NEW FACILITIES CROSS OR A
CLOSELY PARALLEL TO THE EXISTING FACILITIES. ALL UTILITY CROSSINGS MARKED OR SHOWN ON THE DRAWINGS SHALL BE
POTHOLED USING HAND TOOLS OR OTHER NON-INVASIVE METHODS PRIOR TO EXCAVATING OR BORING. CONTRACTOR SHALL BE
RESPONSIBLE FOR EXPOSING POTENTIAL UTILITY CONFLICTS FAR ENOUGH AHEAD OF CONSTRUCTION TO MAKE NECESSARY
GRADE MODIFICATIONS WITHOUT DELAYING THE WORK. IF GRADE MODIFICATION IS NECESSARY, COONTRACTOR SHALL NOTIFY
THE ENGINEER, AND THE ENGINEER SHALL OBTAIN APPROVAL FROM THE CITY PRIOR TO CONSTRUCTION. ALL UTILITY
CROSSINGS SHALL BE POTHOLED AS NECESSARY PRIOR TO EXCAVATING OR BORING TO ALLOW THE CONTRACTOR TO PREVENT
GRADE OR ALIGNMENT CONFLICTS.

ALL EXISTING CITY FACILITIES SHALL BE MAINTAINED IN-PLACE BY THE CONTRACTOR UNLESS OTHERWISE SHOWN OR
DIRECTED BY THE CITY. CONTRACTOR SHALL TAKE ALL PRECAUTIONS NECESSARY TO SUPPORT, MAINTAIN OR OTHERWISE
PROTECT EXISTING FACILITIES AT ALL TIMES DURING CONSTRUCTION. CONTRACTOR SHALL LEAVE EXISTING FACILITIES IN AN
EQUAL OR BETTER-THAN-ORIGINAL CONDITION AND TO THE SATISFACTION OF THE CITY.

CITY OF GARIBALDI UTILITIES, OR INTERFERING PORTIONS OF CITY FACILITIES, THAT ARE ABANDONED IN PLACE SHALL BE
REMOVED BY THE CONTRACTOR TO THE EXTENT NECESSARY TO ACCOMPLISH THE WORK THE CONTRACTOR SHALL PLUG THE
REMAINING EXPOSED ENDS OF THE ABANDONED UTILITIES.

PROPOSED UNDERGROUND ELECTRICAL AND COMMUNICATION UTILITIES ARE NOT SHOWN ON PLANS BUT WILL BE CONSTRUCTED
WITH THE CURRENT STREET AND PUBLIC UTILITY WORK. CONTRACTOR/DEVELOPER WILL COORDINATE WITH TILLAMOOK PUBLIC
UTILITY DISTRICT, CHARTER COMMUNICATIONS, AND CENTURY LINK TO IMPLEMENT THE DESIGN AND CONSTRUCTION OF
ASSOCIATED UTILITY SERVICES. CONDUITS WILL BE LOCATED WITHIN DESIGNATED UTILITY EASEMENTS. INDIVIDUAL RISERS,
PEDESTALS, SERVICE METERS, AND TRANSFORMER PADS WILL BE FIELD LOCATED BY CONTRACTOR/DEVELOPER.

EXISTING STORM DRAIN PIPE TO BE ABANDONED IN PLACE AND FILLED WITH CONTROLLED LOW-STRENGTH CONCRETE GROUT.
PLUG LOWER END OF ABANDONED PIPE WITH GASKETED MECHANICAL PLUG TAPPED TO ALLOW BLEED OFF OF INITIAL FILL
GROUT. FILL PIPE WITH CONTROLLED LOW-STRENGTH MATERIAL MEETING ODOT'S STANDARD SPECIFICATIONS 00442 USING
PUMPING EQUIPMENT AND HOSE SPECIALIZED FOR GROUTING PURPOSES. CONFIRM GROUTING PROCEDURE WITH ENGINEER
PRIOR TO CONSTRUCTION.

ROW

R R
I
SLOPE VARIES SLOPE VARIES I
I
| )
| 8 | ’ I
| P.UE. ! 34 I
/) 7\ = ~1—= -
UO( | 19 t 5
? j 4
O | 4 I 0.5
) ) )
O | 05 || SIDEWAK || 14 14 I
25 '
l . My o oy
2.00% MAX L
| L= —~2.00% ~2.00% g
XK — == RN
DXIINDIININ D
» Rh AL NP
2.5" MINIMUM ASPHALT THICKNESS ’),5"\ \§//\\\;//\\\;//\\\;//\\§//\\\;//\\§ N I N NN NN N N N I NN NN N N N NN //\\\;//\\\;//\\
. N v,
8" MINIMUM CRUSHED AGGREGATE BASE ROCK THICKNESS AR A T oo
SINSNNNS A N N S N N I T I I BT T I T Y S T s v N
,>//\//\//\//\//\//\ N N N N N N N N N R N N N RN N NN NN
o P R R SRR
SRR R R P R
STREET PAVEMENT SECTION Hﬁ%‘\slguggg& \OF
PARKING LOT STANDARD CURB AND 3" OF §” DENSE LEVEL 2 HMAC
GUTTER 10" OF 1 " AND/OR " MINUS CRUSHED AGGREGATE BASE ROCK COURSE
TYPICAL SECTION GEOTEXTILE FABRIC
' BAYVIEW DRIVE - TYPICAL SECTION
SCALE: 1"=5’
55’ 55’
) )
BUILDING 20 20 BUILDING
PAD DRIVEWAY DRIVEWAY PAD
|——v1,
[}
| g g |
| i)
| P.U.E. 26 P.U.E. |
]
| :
|
| |
| 15 @l 1" |
|
) |
2 : 0.5 SIDEAINALK 0.5 : | Rb
A | B .
" gy | | | 10 | 10 | ¥
_2 5% : I | _2.5%
— | —2.00% MAX | ~2.00% S R N .7
NN N N NN NN T T T e —2007 : ° N S A N S N N QDN NN QR RN S AN N NN NN /f/
R R AR A AR RARRIARIRIRIRIIRIRI] - . (] ——— AN AN AN AN AN AN AN AN AN AN A AN AN AN AN AN AN A AN AN AN AN AN AN ANSANSANANTANAN
R I R R R = NI e 4
ST L YO AR AR
€. N N N N N N N R N I N N I N N N N N I N N NN D NN N I I N N N I NN I PN NI
A R S S S SR R T T T T A R S S e e S S S S R S G A
O D NI, O I I NI, D N A N A D N NN 0
R R A A A A A S A
SN YRR K AR KR K R K R R K K K K K R K R K R e K & R K K K R K R KK KA KL KR KK R K K K K KK K K K R K R K K K A VKK,
A 4 4 S S A T S T T S S A T S A S A S S S T S A S S S R S A S S S S S S A A S A A K S S R A
N N N N N N N N A A N N A A 8 A N 828883 8 8 858585 83125
B A N N N N N N N N N N N N N N N N N o N A e A AN N N N N S N
A R R A A A AR R e RGIRIIRPI PR
IR LR RS X 7> UNDISTURBED
NATIVE SUBGRADE
STANDARD CURB AND STREET PAVEMENT SECTION
GUTTER 3" OF % DENSE LEVEL 2 HMAC
10" OF 1 3" AND/OR " MINUS CRUSHED AGGREGATE BASE ROCK COURSE
7 z
GEOTEXTILE FABRIC
BAY BREEZE STREET - TYPICAL SECTION
SCALE: 1"=5
Some Symbols shown may not be used on map
ROW @ DECIDUOUS TREE ﬁx—@ UTILITY AND LIGHT POLE
3:5[% EVERGREEN TREE Q> UTILITY POLE
© STORM SEWER MANHOLE XX LIGHT POLE
)
60" ROW | = CATCH BASIN -  GUY WRE
! ! @ SANITARY SEWER CLEANOUT B ELEcTRIC BOX
30 t 30
® SANITARY SEWER MANHOLE K} ELECTRIC METER
| 17.33 17.33 | ><I WATER VALVE ELECTRICAL POWER PEDESTAL
I I WATER METER © cEcTRIC RISER
[}
FIRE HYDRANT B} HEAT PUMP
%N
VARIES VARIES o
— 1| GAS VALVE XOH OVERHEAD LINE
/\\///\\\/\\\//\\\ R R R R R R R R R R R R R R R R E R EE RN
i T e S S e uemm e
R R R R AR R R R R I R R R R R R R R R R R R R R R R R
R R AR AR AR AR AR R © BOLLARD e of m  ELECTRICAL LINE
A A A S A A S A A A A A A S A A A A A A A A A A A ADAIAS
R R R R R R N N 2 N N N R R R R R R R R R R R R R R R R R R RN P 2 2 R IR
oA R O N S R T I e R —a SIGN ——xcou——  COMMUNICATIONS LINE
RIS F R /\<\\/{\l\\///\>\///>\\\///>}\///\/\\//\\\4\ \ LK XCom
UNDISTURBED O MAILBOX XSS SANITARY SEWER LINE
NATIVE SUBGRADE [T COMMUNICATIONS PEDESTAL %S STORM DRAIN LINE
US 101 - CAL SECTIO
101 - TYPICAL SECTION @ COMMUNICATIONS MANHOLE xW——— WATER LINE
” )
SCALE: 1'=5 B COMMUNICATIONS BOX FENCE LINE
@ STORM OUTFALL ©  GAS RISER
® FOUND MONUMENT ,&  DOWN SPOUT TO
SPLASH GUARD/GROUND
,©O DOWN SPOUT TO
STORM SYSTEM & 6AS sTuB
) WELL HEAD |  WATER BLOWOFF

- 0 Z
om O
== N\

® S S
2> 35—
SﬂJZ'—_“
>.D‘-90
<P o -
o< X<
os<«n
""I_EE
ol ©

CONSTRUCTION NOTES &
LEGEND

DESCRIPTION
1ST SUBMITTAL
2ND SUBMITTAL

REVISIONS

1

DATE
0 | 06/2022
08,/2022

NO.

TEL: (503) 746-8812
FAX: (503) 639-9592
www.emeriodesign.com

O
.
¥
Al
nE

o
o
w
=
)
n
Wi
(@]
I
-
o
X
(@)
@)
x
m
-
-
e
w
=
n
wn
Q
<
[{e]

BEAVERTON, OREGON 97008

OREGON
SRS,

I EXPIRES: 6,/30/2023 I

SHEET

02 OF
/ 27

FILE: P: \0971-002 Garibaldi Subdivision\dwg\civi\0971-002_02note, Layout: 02 CONSTRUCTION NOTES & LEGEND, FPlot Date: 8/9/2022 1:12 PM, by: Keelan Smith


AutoCAD SHX Text
DECIDUOUS TREE EVERGREEN TREE STORM SEWER MANHOLE CATCH BASIN SANITARY SEWER CLEANOUT SANITARY SEWER MANHOLE WATER VALVE WATER METER FIRE HYDRANT GAS VALVE GAS METER BOLLARD SIGN MAILBOX COMMUNICATIONS PEDESTAL COMMUNICATIONS MANHOLE COMMUNICATIONS BOX STORM OUTFALL FOUND MONUMENT DOWN SPOUT TO STORM SYSTEM WELL HEAD

AutoCAD SHX Text
D

AutoCAD SHX Text
W

AutoCAD SHX Text
GV

AutoCAD SHX Text
G

AutoCAD SHX Text
P

AutoCAD SHX Text
S

AutoCAD SHX Text
H

AutoCAD SHX Text
Y

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
G

AutoCAD SHX Text
UTILITY AND LIGHT POLE UTILITY POLE LIGHT POLE GUY WIRE ELECTRIC BOX ELECTRIC METER ELECTRICAL POWER PEDESTAL ELECTRIC RISER HEAT PUMP OVERHEAD LINE GAS LINE ELECTRICAL LINE COMMUNICATIONS LINE SANITARY SEWER LINE STORM DRAIN LINE WATER LINE FENCE LINE GAS RISER DOWN SPOUT TO SPLASH GUARD/GROUND GAS STUB WATER BLOWOFF

AutoCAD SHX Text
Some Symbols shown may not be used on map

AutoCAD SHX Text
C

AutoCAD SHX Text
T

AutoCAD SHX Text
E

AutoCAD SHX Text
DS

AutoCAD SHX Text
DS

AutoCAD SHX Text
W

AutoCAD SHX Text
SCALE: 1"=5'

AutoCAD SHX Text
STANDARD CURB AND  GUTTER

AutoCAD SHX Text
STREET PAVEMENT SECTION 3" OF  " DENSE LEVEL 2 HMAC 12" DENSE LEVEL 2 HMAC 10" OF 1  " AND/OR  " MINUS CRUSHED AGGREGATE BASE ROCK COURSE 12" AND/OR  " MINUS CRUSHED AGGREGATE BASE ROCK COURSE 34" MINUS CRUSHED AGGREGATE BASE ROCK COURSE GEOTEXTILE FABRIC

AutoCAD SHX Text
UNDISTURBED  NATIVE SUBGRADE

AutoCAD SHX Text
-2.00%

AutoCAD SHX Text
%%150

AutoCAD SHX Text
-2.00% MAX

AutoCAD SHX Text
-2.00%

AutoCAD SHX Text
2.5:1 MAX

AutoCAD SHX Text
2.5:1 MAX

AutoCAD SHX Text
2.5:1 MAX

AutoCAD SHX Text
2.5:1 MAX

AutoCAD SHX Text
SCALE: 1"=5'

AutoCAD SHX Text
%%150

AutoCAD SHX Text
-2.00% MAX

AutoCAD SHX Text
-2.00%

AutoCAD SHX Text
3:1 MAX

AutoCAD SHX Text
3:1 MAX

AutoCAD SHX Text
-2.5%

AutoCAD SHX Text
-2.5%

AutoCAD SHX Text
2:1 MAX

AutoCAD SHX Text
2:1 MAX

AutoCAD SHX Text
UNDISTURBED  NATIVE SUBGRADE

AutoCAD SHX Text
STANDARD CURB AND  GUTTER

AutoCAD SHX Text
-2.00%

AutoCAD SHX Text
55' BUILDING PAD

AutoCAD SHX Text
55' BUILDING PAD

AutoCAD SHX Text
STREET PAVEMENT SECTION 3" OF  " DENSE LEVEL 2 HMAC 12" DENSE LEVEL 2 HMAC 10" OF 1  " AND/OR  " MINUS CRUSHED AGGREGATE BASE ROCK COURSE 12" AND/OR  " MINUS CRUSHED AGGREGATE BASE ROCK COURSE 34" MINUS CRUSHED AGGREGATE BASE ROCK COURSE GEOTEXTILE FABRIC

AutoCAD SHX Text
%%150

AutoCAD SHX Text
VARIES

AutoCAD SHX Text
VARIES

AutoCAD SHX Text
SCALE: 1"=5'

AutoCAD SHX Text
UNDISTURBED  NATIVE SUBGRADE

AutoCAD SHX Text
REVISIONS

AutoCAD SHX Text
SHEET

AutoCAD SHX Text
OF

AutoCAD SHX Text
NO.

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
FILE:P:\0971-002 Garibaldi Subdivision\dwg\civl\0971-002_02note, Layout: 02 CONSTRUCTION NOTES & LEGEND, Plot Date: 8/9/2022 1:12 PM, by: Keelan Smith

AutoCAD SHX Text
R

AutoCAD SHX Text
L

AutoCAD SHX Text
84283

AutoCAD SHX Text
E

AutoCAD SHX Text
G

AutoCAD SHX Text
I

AutoCAD SHX Text
S

AutoCAD SHX Text
T

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
E

AutoCAD SHX Text
D

AutoCAD SHX Text
P

AutoCAD SHX Text
R

AutoCAD SHX Text
O

AutoCAD SHX Text
F

AutoCAD SHX Text
E

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
O

AutoCAD SHX Text
N

AutoCAD SHX Text
A

AutoCAD SHX Text
I

AutoCAD SHX Text
E

AutoCAD SHX Text
N

AutoCAD SHX Text
G

AutoCAD SHX Text
I

AutoCAD SHX Text
N

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
EXPIRES: 6/30/2023

AutoCAD SHX Text
OREGON

AutoCAD SHX Text
R

AutoCAD SHX Text
O

AutoCAD SHX Text
Y

AutoCAD SHX Text
.

AutoCAD SHX Text
A

AutoCAD SHX Text
N

AutoCAD SHX Text
K

AutoCAD SHX Text
W

AutoCAD SHX Text
N

AutoCAD SHX Text
S

AutoCAD SHX Text
I

AutoCAD SHX Text
H

AutoCAD SHX Text
0

AutoCAD SHX Text
1ST SUBMITTAL

AutoCAD SHX Text
06/2022

AutoCAD SHX Text
1

AutoCAD SHX Text
2ND SUBMITTAL

AutoCAD SHX Text
08/2022

AutoCAD SHX Text
SLOPE VARIES

AutoCAD SHX Text
SLOPE VARIES

AutoCAD SHX Text
SCALE: NTS 

AutoCAD SHX Text
PARKING LOT TYPICAL SECTION

AutoCAD SHX Text
C 

AutoCAD SHX Text
L 

AutoCAD SHX Text
1. ALL WORK AND MATERIALS SHALL CONFORM TO THE REQUIREMENTS OF THE CITY OF GARIBALDI AND THE 2008 APWA ALL WORK AND MATERIALS SHALL CONFORM TO THE REQUIREMENTS OF THE CITY OF GARIBALDI AND THE 2008 APWA STANDARD SPECIFICATIONS FOR PUBLIC WORKS CONSTRUCTION INCLUDING SUPPLEMENTS IN THE EVENT OF A CONFLICT BETWEEN GARIBALDI POLICIES AND REGULATIONS AND THE APWA STANDARD SPECIFICATIONS. THE MORE STRINGENT SHALL CONTROL UNLESS OTHERWISE DIRECTED BY THE CITY OF GARIBALDI. 2. CONTRACTOR SHALL NOTIFY THE CITY AND ALL UTILITY COMPANIES A MINIMUM OF 72 BUSINESS HOURS (3 BUSINESS DAYS) CONTRACTOR SHALL NOTIFY THE CITY AND ALL UTILITY COMPANIES A MINIMUM OF 72 BUSINESS HOURS (3 BUSINESS DAYS) PRIOR TO THE START OF CONSTRUCTION OR RESUMING WORK AFTER SHUTDOWNS EXCEPT FOR NORMAL RESUMPTION OF WORK AFTER SUNDAYS OR HOLIDAYS. CONTRACTOR SHALL COMPLY WITH ALL REQUIREMENTS OF ORS 757.541 TO 757.571. 3. CONTRACTOR SHALL PERFORM ALL WORK NECESSARY TO COMPLETE THE PROJECT IN ACCORDANCE WITH THE APPROVED CONTRACTOR SHALL PERFORM ALL WORK NECESSARY TO COMPLETE THE PROJECT IN ACCORDANCE WITH THE APPROVED CONSTRUCTION DRAWINGS INCLUDING SUCH INCIDENTALS AS MY BE NECESSARY TO MEET APPLICABLE AGENCY REQUIREMENTS AND PROVIDE A COMPLETED PROJECT. 4. CONTRACTORS SHALL OBTAIN ALL REQUIRED PERMITS AND LICENSES PRIOR TO THE START OF CONSTRUCTION. CONTRACTORS SHALL OBTAIN ALL REQUIRED PERMITS AND LICENSES PRIOR TO THE START OF CONSTRUCTION. 5. CONTRACTORS SHALL PROVIDE ALL BONDS AND INSURANCE REQUIRED BY PUBLIC OR PRIVATE AGENCIES HAVING CONTRACTORS SHALL PROVIDE ALL BONDS AND INSURANCE REQUIRED BY PUBLIC OR PRIVATE AGENCIES HAVING JURISDICTION, INCLUDING THE CITY OF GARIBALDI. 6. UNLESS OTHERWISE APPROVED BY THE CITY OF GARIBALDI, CONSTRUCTION OF IMPROVEMENTS SHALL BE DONE BETWEEN 7:00 UNLESS OTHERWISE APPROVED BY THE CITY OF GARIBALDI, CONSTRUCTION OF IMPROVEMENTS SHALL BE DONE BETWEEN 7:00 A.M. AND 6:00 P.M., MONDAY THROUGH SUNDAY. 7. ANY INSPECTION BY CITY STAFF SHALL NOT, IN ANY WAY, RELIEVE THE CONTRACTOR FROM ANY OBLIGATION TO PERFORM THE ANY INSPECTION BY CITY STAFF SHALL NOT, IN ANY WAY, RELIEVE THE CONTRACTOR FROM ANY OBLIGATION TO PERFORM THE WORK IN STRICT COMPLIANCE WITH THE APPLICABLE CODES AND AGENCY REQUIREMENTS. 8. THE CONTRACTOR SHALL MAINTAIN ONE COMPLETE SET OF APPROVED DRAWINGS ON THE CONSTRUCTION SITE AT ALL TIMES THE CONTRACTOR SHALL MAINTAIN ONE COMPLETE SET OF APPROVED DRAWINGS ON THE CONSTRUCTION SITE AT ALL TIMES WHEREON HE WILL RECORD ANY APPROVED DEVIATIONS IN CONSTRUCTION FROM THE APPROVED DRAWINGS, AS WELL AS THE STATION LOCATIONS AND DEPTHS OF ALL EXISTING UTILITIES ENCOUNTERED. THESE FIELD RECORD DRAWINGS SHALL BE KEPT UP TO DATE AT ALL TIMES AND SHALL BE AVAILABLE FOR INSPECTION BY THE CITY UPON REQUEST. 9. SUBMITTALS SHALL BE PROVIDED BY THE CONTRACTOR TO THE CITY OF GARIBALDI FOR REVIEW AND APPROVAL PRIOR TO SUBMITTALS SHALL BE PROVIDED BY THE CONTRACTOR TO THE CITY OF GARIBALDI FOR REVIEW AND APPROVAL PRIOR TO CONSTRUCTION IN ACCORDANCE WITH CITY REQUIREMENTS. 10. THE CONTRACTOR SHALL SUBMIT A SUITABLE MAINTENANCE BOND PRIOR TO FINAL PAYMENT WHERE REQUIRED BY PUBLIC THE CONTRACTOR SHALL SUBMIT A SUITABLE MAINTENANCE BOND PRIOR TO FINAL PAYMENT WHERE REQUIRED BY PUBLIC AND/OR PRIVATE AGENCIES HAVING JURISDICTION. 11. "CITY" REFERS TO CITY OF GARIBALDI, OREGON. "CITY" REFERS TO CITY OF GARIBALDI, OREGON. 12. CONTRACTOR  SHALL LOCATE AND MARK ALL EXISTING PROPERTY AND STREET MONUMENTS PRIOR TO CONSTRUCTION. ANY CONTRACTOR  SHALL LOCATE AND MARK ALL EXISTING PROPERTY AND STREET MONUMENTS PRIOR TO CONSTRUCTION. ANY MONUMENTS DISTURBED DURING CONSTRUCTION OF THE IMPROVEMENTS SHALL BE REPLACED BY A REGISTERED LAND SURVEYOR AT THE CONTRACTOR'S EXPENSE. THE MONUMENTS SHALL BE REPLACED WITHIN A MAXIMUM OF 90 DAYS, AND THE COUNTY SURVEYOR SHALL BE NOTIFIED IN WRITING AS REQUIRED BY ORS 209.159. 13. THE LOCATION AND DESCRIPTION OF EXISTING CITY FACILITIES SHOWN ON THE DRAWINGS ARE COMPILED FROM AVAILABLE THE LOCATION AND DESCRIPTION OF EXISTING CITY FACILITIES SHOWN ON THE DRAWINGS ARE COMPILED FROM AVAILABLE RECORDS AND/OR FIELD SURVEYS. THE CITY DOES NOT GUARANTEE THE ACCURACY OR THE COMPLETENESS OF SUCH RECORDS. CONTRACTOR SHALL FIELD VERIFY SIZES AND LOCATION OF ALL EXISTING CITY FACILITIES PRIOR TO CONSTRUCTION. 14. ATTENTION: OREGON LAW REQUIRES YOU TO FOLLOW RULES ADOPTED BY THE OREGON UTILITY NOTIFICATION CENTER. THOSE ATTENTION: OREGON LAW REQUIRES YOU TO FOLLOW RULES ADOPTED BY THE OREGON UTILITY NOTIFICATION CENTER. THOSE RULES ARE SET FORTH IN OAR 952-001-0010 THROUGH OAR 952-0010090. YOU MAY OBTAIN COPIES OF THE RULES BY CALLING THE CENTER. (NOTE: THE TELEPHONE NUMBER FOR THE OREGON UTILITY NOTIFICATION CENTER IS (503) 232-1987). 15. CONTRACTOR SHALL FIELD VERIFY THE LOCATION AND DEPTH OF ALL EXISTING UTILITIES WHERE NEW FACILITIES CROSS OR A CONTRACTOR SHALL FIELD VERIFY THE LOCATION AND DEPTH OF ALL EXISTING UTILITIES WHERE NEW FACILITIES CROSS OR A CLOSELY PARALLEL TO THE EXISTING FACILITIES. ALL UTILITY CROSSINGS MARKED OR SHOWN ON THE DRAWINGS SHALL BE POTHOLED USING HAND TOOLS OR OTHER NON-INVASIVE METHODS PRIOR TO EXCAVATING OR BORING. CONTRACTOR SHALL BE RESPONSIBLE FOR EXPOSING POTENTIAL UTILITY CONFLICTS FAR ENOUGH AHEAD OF CONSTRUCTION TO MAKE NECESSARY GRADE MODIFICATIONS WITHOUT DELAYING THE WORK. IF GRADE MODIFICATION IS NECESSARY, C0ONTRACTOR SHALL NOTIFY THE ENGINEER, AND THE ENGINEER SHALL OBTAIN APPROVAL FROM THE CITY PRIOR TO CONSTRUCTION. ALL UTILITY CROSSINGS SHALL BE POTHOLED AS NECESSARY PRIOR TO EXCAVATING OR BORING TO ALLOW THE CONTRACTOR TO PREVENT GRADE OR ALIGNMENT CONFLICTS. 16. ALL EXISTING CITY FACILITIES SHALL BE MAINTAINED IN-PLACE BY THE CONTRACTOR UNLESS OTHERWISE SHOWN OR ALL EXISTING CITY FACILITIES SHALL BE MAINTAINED IN-PLACE BY THE CONTRACTOR UNLESS OTHERWISE SHOWN OR DIRECTED BY THE CITY. CONTRACTOR SHALL TAKE ALL PRECAUTIONS NECESSARY TO SUPPORT, MAINTAIN OR OTHERWISE PROTECT EXISTING FACILITIES AT ALL TIMES DURING CONSTRUCTION. CONTRACTOR SHALL LEAVE EXISTING FACILITIES IN AN EQUAL OR BETTER-THAN-ORIGINAL CONDITION AND TO THE SATISFACTION OF THE CITY. 17. CITY OF GARIBALDI UTILITIES, OR INTERFERING PORTIONS OF CITY FACILITIES, THAT ARE ABANDONED IN PLACE SHALL BE CITY OF GARIBALDI UTILITIES, OR INTERFERING PORTIONS OF CITY FACILITIES, THAT ARE ABANDONED IN PLACE SHALL BE REMOVED BY THE CONTRACTOR TO THE EXTENT NECESSARY TO ACCOMPLISH THE WORK THE CONTRACTOR SHALL PLUG THE REMAINING EXPOSED ENDS OF THE ABANDONED UTILITIES. 18. PROPOSED UNDERGROUND ELECTRICAL AND COMMUNICATION UTILITIES ARE NOT SHOWN ON PLANS BUT WILL BE CONSTRUCTED PROPOSED UNDERGROUND ELECTRICAL AND COMMUNICATION UTILITIES ARE NOT SHOWN ON PLANS BUT WILL BE CONSTRUCTED WITH THE CURRENT STREET AND PUBLIC UTILITY WORK. CONTRACTOR/DEVELOPER WILL COORDINATE WITH TILLAMOOK PUBLIC UTILITY DISTRICT, CHARTER COMMUNICATIONS, AND CENTURY LINK TO IMPLEMENT THE DESIGN AND CONSTRUCTION OF ASSOCIATED UTILITY SERVICES. CONDUITS WILL BE LOCATED WITHIN DESIGNATED UTILITY EASEMENTS. INDIVIDUAL RISERS, PEDESTALS, SERVICE METERS, AND TRANSFORMER PADS WILL BE FIELD LOCATED BY CONTRACTOR/DEVELOPER. 19. EXISTING STORM DRAIN PIPE TO BE ABANDONED IN PLACE AND FILLED WITH CONTROLLED LOW-STRENGTH CONCRETE GROUT. EXISTING STORM DRAIN PIPE TO BE ABANDONED IN PLACE AND FILLED WITH CONTROLLED LOW-STRENGTH CONCRETE GROUT. PLUG LOWER END OF ABANDONED PIPE WITH GASKETED MECHANICAL PLUG TAPPED TO ALLOW BLEED OFF OF INITIAL FILL GROUT. FILL PIPE WITH CONTROLLED LOW-STRENGTH MATERIAL MEETING ODOT'S STANDARD SPECIFICATIONS 00442 USING PUMPING EQUIPMENT AND HOSE SPECIALIZED FOR GROUTING PURPOSES. CONFIRM GROUTING PROCEDURE WITH ENGINEER PRIOR TO CONSTRUCTION. 
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